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SHEET NOTES

@ PROVIDE 3-WAY VALVE AT THIS LOCATION

@ ALARM AT CONTROL PANEL SHOULD SPACE
TEMPERATURE EXCEED 95°F (35°C)

@ CHILLED WATER CHEMICAL TREATMENT
@ HEATING HOT WATER CHEMICAL TREATMENT

@ 36" CLEARANCE REQUIRED ON ALL SIDES
OF BOILERS

@ PROVIDE CHAIN OPERATION FOR VALVES
HIGHER THAN 6-0" (TYPICAL)

CONDENSER HEADER ELEVATION AT 36"
AF.F.; BOTTOM TAP HEADER INTO PUMP

COOLING TOWER BASIN HEIGHT MIN AT
6-0" ABOVE GRADE. MAX ELEVATION OF
TOWER AT OR BELOW HEIGHT OF C.E.P.
YARD WALL. SHOULD TOWER ELEVATION
EXCEED WALL HEIGHT, PROVIDE SAFETY
ENCLOSURE EXTENSION ON TOP OF WALL

@ CONDENSER WATER HEADER AT 3-0" AF.F.

SIDE OR BOTTOM TAP CONDENSER WATER
HEADER INTO PUMPS. DO NOT TOP TAP

(1) AUTO FLOW CONTROL VALVES

@ 12" BOILER FLUE THRU ROOF
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